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1.0 Executive Summary 

This Civil Engineering Design Report outlines the civil engineering and environmental considerations 

for the proposed upgrade of Parramatta East Public School (PEPS) in North Parramatta. The upgrade 

is designed to accommodate the growing educational demand in the Collet Park precinct and 

surrounding areas. 

The proposed activity includes the demolition of existing buildings, removal of temporary teaching 

spaces, and construction of a new 3-storey school building (Block R), which will feature classrooms, a 

library/administration area, and staff/student amenities. Additional works include the construction of a 

new car park, formalized waste storage, landscaping improvements, and enhanced pedestrian 

access. Public domain upgrades will also include a new kiss-and-ride zone and signage along the 

school's frontage. 

The site is approximately 1.782 hectares, with the activity area covering 1.492 hectares. The site is 

not impacted by significant flooding risks, and stormwater management will be handled through a 

comprehensive drainage system. This includes a rainwater tank, an On-Site Detention (OSD) tank, 

and grassed swales to direct stormwater runoff to the Council's drainage system. 

The stormwater system will meet the City of Parramatta’s water quality requirements, ensuring 

reductions in nitrogen, phosphorus, suspended solids, and gross pollutants. The OSD tank will 

regulate runoff, while the rainwater tank will facilitate water reuse, reducing pressure on local drainage 

systems. 

Erosion and sediment control measures will be in place during construction to protect the 

environment, in accordance with the Blue Book guidelines. Pavement design will cater to both regular 

and heavy vehicles, ensuring durability and functionality. 

To address varying ground levels, the new building will be constructed on fill, with cut and fill volumes 

calculated. Overall, the proposed activity is designed to minimize environmental impacts while 

providing a modern, sustainable educational facility for the local community.  
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2.0 Introduction 

This Civil Engineering Design Report has been prepared by Woolacotts on behalf of the NSW 

Department of Education to assess the potential environmental impacts that could arise from the 

Parramatta East Public School (PEPS) upgrade (the Activity) at 30-32 Brabyn Street, North 

Parramatta (the site). The works are proposed by the NSW Department of Education to meet the 

growth in educational demand in Collet Park precinct, and the broader North Parramatta area. 

This report has been prepared to provide input into the civil engineering aspects of the proposed 

activity. 

3.0 Summary of The Activity 

The activity comprises upgrades to PEPS to provide replacement teaching facilities in place of the 
existing temporary and permanent facilities that are no longer fit for purpose, involving the following 
works: 
 

• Site preparation and required earthworks;  

• Demolition of existing Buildings C, D, E and F, and associated structures including adjacent ramps 

and walkways;  

• Construction of the following: 

- A new 3-storey school building (referred to as Block R) including teaching spaces, 

library/administration, and staff/student amenities;  

- Upgrade of soft and hard landscape and playground areas; 

- A new at-grade parking area; 

- Formalised waste area, with access being retained from Gaggin Street; 

- Public Domain Works with upgrades to the pedestrian access south of the school, and new kiss 

and ride zone on Albert Street East; 

- Entrance and School logo signage along the Northern Albert Street East frontage of Block R;  

• Refurbishment works to existing buildings;  

• Removal of trees as required and retention where possible; and 

• Installation and augmentation of services and infrastructure as required.   

 
Refer to the Review of Environmental Factors prepared by Ethos Urban for a full description of works. 
 

4.0 Site Description 

The site is located at Brabyn Street within the City of Parramatta Local Government Area. Parramatta 

East Public School is located in the suburb of North Parramatta, within the City of Parramatta Local 

Government Area (LGA). The site is approximately 1.5km northeast of the Parramatta CBD, and 

24km west of the Sydney CBD. 

The site currently comprises a single lot to make up Parramatta East Public School, referred to as Lot 

100, DP1312418, and the land is owned by the Minister for Education and Early Learning. 

The site has an area of approximately 1.782Ha, is of an irregular shape, and is bounded by Brabyn 

Street to the West, Albert Street East to the North, and Gaggin Street/Webb Street to the East. The 

project area is contained within the site and represents where the proposed works will be undertaken, 

with an area of approximately 1.492Ha. 
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An aerial image of the site and project area is shown at Figure 1 below. 

 

Figure 1 – Aerial Image of The Site 

(SOURCE DOCUMENT: Nearmap). 

5.0 Significance of Environmental Impacts 

Based on the identification of potential issues, and an assessment of the nature and extent of the 

impacts of the proposed activity, it is determined that: 

• The extent and nature of potential impacts are low and will not have significant impact on the 

locality, community and/or the environment. 

• Potential impacts can be appropriately mitigated or managed to ensure that there is minimal 

impact on the locality, community and/or the environment. 
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6.0 Existing Conditions 

The School contains a number of existing buildings along the northern boundary, eastern boundary, 

and western boundary, a number of demountable teaching spaces in the southwest corner of the site, 

and an existing car park at the southwest corner of the School. There is a large existing paved sports 

court in the northern part of the School and it is surrounded by the existing buildings within the site. 

Refer to Figure 2 below for the existing site plan. 

 

Figure 2 – Existing Site Plan 

(Source: Digital Survey Solutions Utility Mapping, Job Reference: A2545, Drawing No. A2545-Detail, 

Sheet 1 of 3) 

 

The site slopes from the north towards the south at a grade of approximately 5%-6%. 
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7.0 Proposed Activity 

The proposed activity involves the demolition of existing buildings, the removal of existing demountable 

teaching spaces, the construction of a new building (Block R), a new staff carpark, a new waste storage 

area, and associated landscape areas. The proposed activity also includes refurbishing existing 

buildings. Refer to Figure 3 below for the proposed site plan. 

 

Figure 3 – Proposed Site Plan 

(Source: JHD Architects, Job No. 1291, Sheet No. PEPS-JDH-ZZ-XX-DR-A-0012, Revision B) 
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8.0 Stormwater Management 

As the School is located within the City of Parramatta (CoP) Local Government Area (LGA), it will be 

assessed under the CoP Development Control Plan (DCP) 2023 and other CoP planning documents.  

The CoP DCP 2023 and other planning documents contain a range of stormwater management 

conditions for new activities including requirements for flooding, on-site detention, water quality, water 

efficiency, and sediment and erosion control.  

The CoP planning documents and Australian standards relating to stormwater management are as 

follows:  

▪ CoP DCP 2023, Section 5.1 – Water Management 

▪ CoP Floodplain Risk Management Policy 

▪ CoP Stormwater Disposal Policy  

▪ CoP Development Engineering Design Guidelines 2018 (DEDG 2018) 

▪ CoP DTSU Stormwater & OSD documentation checklist 

▪ UPRCT OSD Handbook 3rd/4th Edition  

▪ AS3500.3-2021 Plumbing and drainage, Part 3: stormwater drainage 

▪ Australian Rainfall and Runoff 

▪ Managing Urban Stormwater – Soils and Construction Volume 1, 4th Edition 
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8.1 Flooding 

The Parramatta River Flood Study (Reference number: 59916074/304600102, dated 13th June 2024) 

shows that the site is not impacted by riverine flooding from the Probable Maximum Flood (PMF) 

event (Note: The PMF is the largest flood that could conceivably occur at a particular location. The 

PMF defines the extent of the floodplain). Riverine flooding occurs when heavy rainfall causes the 

water levels in a river to rise and escape the main channel. Refer to Figure 4 below for the PMF 

extent near the site. 

 

Figure 4 – Probable Maximum Flood Extent 

(Source: The Parramatta River Flood Study (Reference number: 59916074/304600102, dated 13th 

June 2024) 

Upon review of the existing topographic information around the proposed site, the site is not impacted 

by overland flow flooding from the upstream catchments of the site. Refer to Figure 5 below for the 

overland flow path plan. 

The proposed new activity may be affected by minor local overland flow and overland flow paths such 

as grassed swales will be provided to divert stormwater to the downstream pit/pipe network before 

discharging into the Council drainage system. 
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Figure 5 – Overland Flow Path Plan 

8.2 Stormwater Drainage Network 

The proposed stormwater drainage network for the site consists of a below-ground pit and pipe 

network collecting runoff from the roof, paved areas and landscape areas. This network has been 

sized for the 1% AEP storm event. 

The roof area is directed to a below ground 20kL rainwater tank located in the garden area at the 

southwest corner of the new Block R building. Overflow from the rainwater tank discharges via a 

stormwater pipe to an On-site Detention (OSD) tank located in the new waste storage area at the 

southeast side of the site. 

The OSD tank contains water quality devices that treat the stormwater runoff before it is discharged 

into the Council’s street drainage system at the street kerb on the eastern side of Gaggin Street. 

8.3 On-Site Detention (OSD) / Rainwater Tank 

As part of the planning process, we engaged with the local Council to ensure compliance with the 

OSD requirements specific to this project. Our discussions with the Council confirmed that OSD is 

required for new commercial / industrial developments, and public buildings. Therefore, an on-site 

stormwater detention system is proposed for the proposed activity. 

As a direct connection to the council kerb and gutter is proposed, On-Site Detention (OSD) storage, 

Permissible Site Discharge (PSD) and water quality targets need to comply with the CoP 

Development Engineering Design Guidelines 2018 (DEDG 2018).  
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The site is in the Toongabbie Creek & Brickfield Creek catchment based on DEDG 2018, Figure 4 – 

OSD Catchment of former Parramatta City area. The total area of the proposed activity within the site 

is approximately 3,515m². OSD storage and PSD requirements for the proposed activity are based on 

the Toongabbie Creek & Brickfield Creek catchment for the 1% AEP storm event, shown in Table 1 of 

(DEDG 2018). These are: 

▪ OSD Storage = 165.2m³ 

▪ PSD = 28.12L/s 

Refer to Appendix B for the OSD Catchment Plan. 

An OSD tank of 170m³ is proposed within the new waste storage area at the southeastern side of the 

School. The OSD tank has a 114mm diameter orifice to meet the PSD requirements. The outlet of the 

OSD tank discharges to the kerb at Gaggin Street. The stormwater discharge rate to the kerb at 

Gaggin Street will be less than PSD and 30L/s. Refer to Appendix A – Civil Works Drawings for 

further information. 

A minimum 20kL below-ground rainwater tank is proposed for reuse. This tank will be located within 

the garden area at southwest corner of the new Block R building. All the roof areas will be directed to 

the rainwater tank. Roof guttering, downpipes and associated pipework are to be sized for the 1% 

AEP storm event. 

In the event of a blockage to the outlet of the OSD system, the grate is designed to surcharge and 

convey flows towards Gaggin Street. 

The total impervious area bypassing the OSD system is less than 10% of the proposed activity area. 

Refer to the OSD Catchment Plan Sketch in Appendix B. 

8.4 Water Quality 

Stormwater treatment is required for all new commercial and industrial developments. This will require 

water quality modelling and a combination of primary, secondary and tertiary treatment devices. 

Section 5.1.2 of CoP Development Control Plan (DCP) 2023 outlines water quality requirements for 

all new commercial, industrial, and other non-residential developments with direct stormwater 

connection to the council’s assets. These requirements are summarised below: 

- 45% reduction in Total Nitrogen (TN)  

- 65% reduction in Total Phosphorus (TP)  

- 85% reduction in Total Suspended Solids (TSS)  

- 90% reduction in Gross Pollutants 

 

The proposed stormwater drainage system has been designed to incorporate treatment devices that 

ensure the quality of discharged water meets the requirements outlined above. These treatment 

devices include gross pollutant traps, a rainwater tank, an OSD tank, and secondary treatment 

devices. 

The proposed 20m³ rainwater tank allows for water re-use, reducing the volume of stormwater runoff 

entering Council’s drainage system. 
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The OSD tank manages excess runoff generated by newly constructed impervious areas. The OSD’s 

outlet restricts the outflow of runoff leaving the site.  

An Ocean Protect stormfilter system consisting of 12x690mm PSorb cartridges is proposed for the 

detention tank. The filters are effective in reducing the total suspended solids and reducing the total 

phosphorus and total nitrogen levels. 

Details of the catchment areas input values are outlined in Figure 6. 

 

Figure 6. Roof and Non-roof Areas Utilised in MUSIC Model 
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A Model for Urban Stormwater Improvement Conceptualisation (MUSIC) has been developed as a 

conceptual design tool for the purpose of estimating generated pollution within the catchment area. 

The model has been used to demonstrate the performance of implemented stormwater quality 

improvement systems. 

These treatment devices were modelled in MUSIC to determine the overall effectiveness of the 

proposed treatment train. The treatment rate achieved by the system is: 

▪ Gross pollutants – 100% average annual load reduction 

▪ Total suspended solids – 86.3% average annual load reduction  

▪ Total Phosphorous – 79.4% average annual load reduction 

▪ Total Nitrogen – 51.3% average annual load reduction 

 

Figure 7: MUSIC Model Treatment Train 

8.5 Sediment and Erosion Control 

Erosion and sediment control measures will be provided during construction in accordance with the 

Blue Book (Managing Urban Stormwater – Soils and Construction 4th Edition).  Measures to be 

provided include. 

▪ Silt fences on low side of site 

▪ Construction exit 

▪ Silt traps at new and existing pits. 

Refer to Appendix A for erosion and sediment control plans and details. 
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9.0 Civil Pavement  

9.1 Design parameters 

9.1.1 Relevant standards and policies 

The following standards are relevant to the design of pavements of the proposed activity: 

• AS 2890.1-2004 Parking Facilities – Off Street Parking. 

• Austroads Guidelines 

• Australian Road Research Board Special Report No. 41 “Into a New Age of Pavement 

Design”. 

9.1.2 Design life 

Pavements within the activity will be designed for the following number of estimated standard axles 

(ESA’s) over a 25-year design life. 

 

The pavements, roads and car parking will be: 

• Trafficable in all weather 

• Allow vehicles to change direction and take corners at a speed appropriate for an emergency 

response 

• Sealed external perimeter road 

• Sealed internal perimeter road 

• Sealed pathways 

• Sealed car parking 

• Suitable sign posted and line marked, including direction arrows. 

Generally, the pavements will be designed as flexible pavements with an asphaltic concrete surface 

course. In areas where heavy vehicles such as trucks and buses park and/or manoeuvre, rigid 

concrete pavements will be used to avoid damage to the surface course 
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10.0 Cut and Fill  

It is proposed to construct the new building (Block R) at one consistent level, in lieu of providing a 
step on the ground floor to match the slope of the existing surface.  
The Finished Floor Level (FFL) will need to suit the existing levels at the proposed main entry 

thoroughfare at approx. RL 25.30mAHD. This results in an FFL of approximately 0.4m to 1.5m above 

existing surface levels all round. 

To accommodate the level difference, the proposed building structure will need to be constructed on 

fill with deep edge beams around the perimeter. The estimated cut volume is 1164.37m3 and the fill 

volume is 348.6m3 for the proposed Block R. The proposed activity will have an estimated net volume 

of 815.77m3 (cut). 

11.0 Conclusion  

The proposed stormwater management measures for the proposed site include a stormwater 

drainage network, rainwater tank, on-site detention, water quality treatment devices and grassed 

swales for overland flow. 

The stormwater drainage network consists of a subsurface pit and pipe network to a rainwater 

tank/OSD tank. The OSD tank contains water quality treatment devices and discharges to the 

Council’s kerb and gutter within Gaggin Street. 

Overflow from roof areas in the event of a downpipe blockage is directed via surface flows to the OSD 

tank for all minor and major storm events. 

Soil and water management measures will be provided in accordance with the “Blue Book” (Managing 

Urban Stormwater – Soils and Construction). 
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12.0 Mitigation Measures 

Table 2.0 – Mitigation Measures 

Risk and Hazard Impact Mitigation Measure Significance After 

Mitigation 

Failure of on-site 

stormwater 

management 

system. 

Flooding within the site 

and nuisance to the 

facility users. Polluted 

stormwater being 

discharged to natural 

waterways including 

rivers and ocean. 

A stormwater asset 

maintenance manual shall 

be prepared prior to the 

issue of Occupation 

Certificate to maintain the 

on-site stormwater system 

regularly. 

Not significant 
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GAMES COURT LINE WORK

STAGE 2
DECANT LIBRARY TO BLOCK RGREEN SPACE AS PER 

LANDSCAPE DRAWINGS

GREEN SPACE AS PER 
LANDSCAPE DRAWINGS

PROPOSED STREET TREES AS PER 
LANDSCAPE DRAWINGS

PROPOSED STREET TREES AS PER 
LANDSCAPE DRAWINGS
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PROPOSED SOFT SOIL

EXISTING SOFT SOIL

PROPOSED FOOTPATH

EXISTING KISS AND DROP AREA

PEDESTRIAN ENTRY POINT

VEHICLE ENTRY POINT 

RAISED CROSSING

SITE BOUNDARY

METAL FENCE

EXISTING BUILDING/STRUCTURE

PROPOSED BUILDING

TO BE DEMOLISHED/REMOVED

DEMOUNTABLE

REFURBISHMENT WORKS

EXISTING TREE TO BE RETAINED
(NUMBER & CATEGORY  REFER TO ARBORIST)

PROPOSED TREE

TREE PROTECTION ZONE

EXISTING WALKWAY

STRUCTURAL ROOT ZONE

EXISTING TREE TO BE DEMOLISHED 
UNDER EXEMPT DEVELOPMENT

PROPOSED AWNING/
COVERED WALKWAY

EXISTING AWNING/
COVERED WALKWAY

PROPOSED KISS AND DROP AREA

CUT/FILL

0.84 sq m

0.02 sq m 0.02 sq m

0.09 sq m

0.17 sq m

LEGEND:

AREA DRAINING TO OSD TANK = 3,515m 2

0.01 sq m
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