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SCALE 1:250
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CEILING HEIGHT TO BE MINIMUM 300mm TO
ALLOW FOR OFFSET OF STORMWATER
DRAINAGE AND SANITARY VENTS TO
HYDRAULIC RISERS. ALL PIPEWORK TO
BE INSTALLED WITH 25mm ACOUSTIC
LAGGING

OVERFLOWS TO BE
INSTALLED ON ROOF
PERIMETER. MINIMUM SIZE OF
OVERFLOWS TO BE 150mm
(W) X 65mm (H)

RAINWATER OUTLETS TO
BE 260mm TRUFLOW SPS
GRATES CAST INTO ROOF
SLAB. ALL DOWNPIPES
TO BE 100mm PVC.

ROOF SLAB TO BE
MINIMUM 1:80 FALL OR
GREATER.

ALL ROOF WATER TO
GRAVITATE TO
RAINWATER TANK.
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S
W
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BALCONIES TO BE CONSTRUCTED WITH A MINIMUM
1:80 FALL TO ALL BALCONY DRAINS.

MULTIPLE BALCONY DRAINS ARE REQUIRED TO
REDUCE SLAB THICKNESS AND ACHEIVE ADEQUATE
CEILING HEIGHTS TO THE UNIT BELOW.

HORIZONTAL PIPEWORK TO BE 65mm (TYPICAL)
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Existing
traffic light

LOT 2
DP12183

LOT 3
DP12183

LOT 7
DP29243
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FUTURE 8 STOREY DEVELOPMENT
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Level 11, 345 George St, Sydney NSW 2000
T (02) 9241 4188

HYDRAULIC SERVICES
LEVEL 17 FLOOR PLAN

STORMWATER CONCEPT

01 BROOMFIELD ST, 
CABRAMATTA

CORNER OF CABRAMATTA RD AND
BROOMFIELD ST NSW 2166

SY183030

1HDA24

E.B G.L 23.05.121 STORMWATER CONCEPT FOR DA

NOT FOR CONSTRUCTION

SCALE 1:250
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BALCONIES TO BE CONSTRUCTED WITH A MINIMUM
1:80 FALL TO ALL BALCONY DRAINS.

MULTIPLE BALCONY DRAINS ARE REQUIRED TO
REDUCE SLAB THICKNESS AND ACHEIVE ADEQUATE
CEILING HEIGHTS TO THE UNIT BELOW.

HORIZONTAL PIPEWORK TO BE 65mm (TYPICAL)
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CEILING HEIGHT TO BE MINIMUM 300mm TO
ALLOW FOR OFFSET OF STORMWATER
DRAINAGE AND SANITARY VENTS TO
HYDRAULIC RISERS. ALL PIPEWORK TO
BE INSTALLED WITH 25mm ACOUSTIC
LAGGING

OVERFLOWS TO BE
INSTALLED ON ROOF
PERIMETER. MINIMUM SIZE OF
OVERFLOWS TO BE 150mm
(W) X 65mm (H)

RAINWATER OUTLETS TO
BE 260mm TRUFLOW SPS
GRATES CAST INTO ROOF
SLAB. ALL DOWNPIPES
TO BE 100mm PVC.

ROOF SLAB TO BE
MINIMUM 1:80 FALL OR
GREATER.

ALL ROOF WATER BE USED
TO FILL RAINWATER TANK.
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1.3m HIGH VENTILATED BALUSTRADE 1.3m HIGH VENTILATED BALUSTRADE

Level 11, 345 George St, Sydney NSW 2000
T (02) 9241 4188

HYDRAULIC SERVICES
ROOF PLAN

STORMWATER CONCEPT

01 BROOMFIELD ST, 
CABRAMATTA

CORNER OF CABRAMATTA RD AND
BROOMFIELD ST NSW 2166

SY183030

1HDA25

E.B G.L 23.05.121 STORMWATER CONCEPT FOR DA

NOT FOR CONSTRUCTION

SCALE 1:250
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CEILING HEIGHT TO BE MINIMUM 300mm TO
ALLOW FOR OFFSET OF STORMWATER
DRAINAGE AND SANITARY VENTS TO
HYDRAULIC RISERS. ALL PIPEWORK TO
BE INSTALLED WITH 25mm ACOUSTIC
LAGGING

OVERFLOWS TO BE
INSTALLED ON ROOF
PERIMETER. MINIMUM SIZE OF
OVERFLOWS TO BE 150mm
(W) X 65mm (H)

RAINWATER OUTLETS TO
BE 260mm TRUFLOW SPS
GRATES CAST INTO ROOF
SLAB. ALL DOWNPIPES
TO BE 100mm PVC.

ROOF SLAB TO BE
MINIMUM 1:80 FALL OR
GREATER.

ALL ROOF WATER BE USED
TO FILL RAINWATER TANK.
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701.36 sq m

139.24 sq m
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